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AutoCAD SHX Text
     SYMBOL MANUFACTURER/MODEL/DESCRIPTION QTY PSI  SYMBOL MANUFACTURER/MODEL/DESCRIPTION QTY PSI  MANUFACTURER/MODEL/DESCRIPTION QTY PSI  QTY PSI  PSI  HUNTER PROS-06-PRS30 10` RADIUS 10  30  10  30  30  TURF SPRAY, 30 PSI REGULATED 6.0" POP-UP.   CO-MOLDED WIPER SEAL WITH UV RESISTANT  MATERIAL. HUNTER PROS-06-PRS30 12` RADIUS 9  30  9  30  30  TURF SPRAY, 30 PSI REGULATED 6.0" POP-UP.   CO-MOLDED WIPER SEAL WITH UV RESISTANT  MATERIAL. HUNTER PROS-06-PRS30 15` RADIUS 6  30  6  30  30  TURF SPRAY, 30 PSI REGULATED 6.0" POP-UP.   CO-MOLDED WIPER SEAL WITH UV RESISTANT  MATERIAL. HUNTER PROS-06-PRS30 ADJ 1  30  1  30  30  TURF SPRAY, 30 PSI REGULATED 6.0" POP-UP.   CO-MOLDED WIPER SEAL WITH UV RESISTANT  MATERIAL. HUNTER MP1000 PROS-06-PRS40-CV 14  40  14  40  40  TURF ROTATOR, 6" (15.24 CM) POP-UP WITH  CHECK VALVE, PRESSURE REGULATED TO 40  PSI (2.76 BAR), MP ROTATOR NOZZLE ON PRS40  BODY.  M=MAROON ADJ ARC 90 TO 210,  L=LIGHT BLUE 210 TO 270 ARC, O=OLIVE 360  ARC. HUNTER MP2000 PROS-06-PRS40-CV 12  40  12  40  40  TURF ROTATOR, 6" (15.24 CM) POP-UP WITH  FACTORY INSTALLED CHECK VALVE, PRESSURE  REGULATED TO 40 PSI (2.76 BAR), MP ROTATOR  NOZZLE ON PRS40 BODY.  K=BLACK ADJ ARC  90-210, G=GREEN ADJ ARC 210-270, R=RED  360 ARC. HUNTER MP815 PROS-06-PRS40-CV 4  40  4  40  40  TURF ROTATOR, 6" (15.24 CM) POP-UP WITH  CHECK VALVE, PRESSURE REGULATED TO 40  PSI (2.76 BAR), MP ROTATOR NOZZLE ON PRS40  BODY.  M=MAROON AND GRAY ADJ ARC 90 TO  210, L=LIGHT BLUE AND GRAY 210 TO 270 ARC,  O=OLIVE AND GRAY 360 ARC.      SYMBOL MANUFACTURER/MODEL/DESCRIPTION QTY PSI GPM SYMBOL MANUFACTURER/MODEL/DESCRIPTION QTY PSI GPM MANUFACTURER/MODEL/DESCRIPTION QTY PSI GPM QTY PSI GPM PSI GPM GPM HUNTER PGP-04 6  45 3.00 6  45 3.00 45 3.00 3.00 TURF ROTOR, 4.0" POP-UP.  ADJUSTABLE TO  FULL CIRCLE. HUNTER PGP-04 15  45 4.00 15  45 4.00 45 4.00 4.00 TURF ROTOR, 4.0" POP-UP.  ADJUSTABLE TO  FULL CIRCLE.      SYMBOL MANUFACTURER/MODEL/DESCRIPTION QTY   SYMBOL MANUFACTURER/MODEL/DESCRIPTION QTY   MANUFACTURER/MODEL/DESCRIPTION QTY   QTY   HUNTER ICZ-101-25 3    3    DRIP CONTROL ZONE KIT.  1" ICV GLOBE VALVE  WITH 1" HY100 FILTER SYSTEM.  PRESSURE  REGULATION: 25PSI.  FLOW RANGE: 2 GPM TO  20 GPM.  150 MESH STAINLESS STEEL SCREEN. PIPE TRANSITION POINT 9    9    AREA TO RECEIVE DRIPLINE RAIN BIRD XFS-09-12 1,871 L.F.   1,871 L.F.   XFS SUB-SURFACE PRESSURE COMPENSATING  DRIPLINE W/COPPER SHIELD TECHNOLOGY. 0.9  GPH EMITTERS AT 12" O.C. LATERALS SPACED  AT 12" APART, WITH EMITTERS OFFSET FOR  TRIANGULAR PATTERN. UV RESISTANT. SPECIFY  XF INSERT FITTINGS.      SYMBOL MANUFACTURER/MODEL/DESCRIPTION QTY   SYMBOL MANUFACTURER/MODEL/DESCRIPTION QTY   MANUFACTURER/MODEL/DESCRIPTION QTY   QTY   HUNTER ICV-G 8    8    1", 1-1/2", 2", AND 3" PLASTIC ELECTRIC REMOTE  CONTROL VALVES, GLOBE CONFIGURATION, WITH  NPT THREADED INLET/OUTLET, FOR  COMMERCIAL/MUNICIPAL USE. MATCO-NORCA 770S 1    1    PVC WHITE BALL VALVE FOR SCH 40 AND SCH  80 PIPE, SOLVENT SLIP ENDS WITH "T" HANDLE,  SAME SIZE AS MAINLINE.  1/2" TO 4". WYE STRAINER 1    1    FEBCO 850 1" 1    1    DOUBLE CHECK BACKFLOW PREVENTION, 1/2" TO  2" HUNTER PC-400 WITH (02) PCM-300 1    1    LIGHT COMMERCIAL & RESIDENTIAL  CONTROLLER, 10-STATION EXPANDED MODULE  CONTROLLER, 120 VAC, OUTDOOR MODEL HUNTER RFC 1    1    RAIN AND FREEZE SENSOR, WITH CONDUIT  INSTALLATION, MOUNT AS NOTED. NORMALLY  CLOSED SWITCH. WATER METER 1" 1    1    IRRIGATION LATERAL LINE: PVC CLASS 200 SDR 21 1,712 L.F. 1,712 L.F. IRRIGATION MAINLINE: PVC CLASS 200 SDR 21 429.9 L.F.   429.9 L.F.   PIPE SLEEVE: PVC CLASS 200 SDR 21 91.1 L.F.   91.1 L.F.   TYPICAL PIPE SLEEVE FOR IRRIGATION PIPE.   PIPE SLEEVE SIZE SHALL ALLOW FOR  IRRIGATION PIPING AND THEIR RELATED  COUPLINGS TO EASILY SLIDE THROUGH  SLEEVING MATERIAL.  EXTEND SLEEVES 18  INCHES BEYOND EDGES OF PAVING OR  CONSTRUCTION. 

AutoCAD SHX Text
Q

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
F

AutoCAD SHX Text
Q

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
TT

AutoCAD SHX Text
TQ

AutoCAD SHX Text
F

AutoCAD SHX Text
Q

AutoCAD SHX Text
T

AutoCAD SHX Text
H

AutoCAD SHX Text
TT

AutoCAD SHX Text
TQ

AutoCAD SHX Text
F

AutoCAD SHX Text
M

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
K

AutoCAD SHX Text
G

AutoCAD SHX Text
R

AutoCAD SHX Text
M

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
3.0

AutoCAD SHX Text
4.0

AutoCAD SHX Text
D

AutoCAD SHX Text
BF

AutoCAD SHX Text
C

AutoCAD SHX Text
RF

AutoCAD SHX Text
M

AutoCAD SHX Text
Valve Number

AutoCAD SHX Text
Valve Size

AutoCAD SHX Text
Valve Flow

AutoCAD SHX Text
Valve Callout

AutoCAD SHX Text
#

AutoCAD SHX Text
#

AutoCAD SHX Text
#"

AutoCAD SHX Text
IRRIGATION SCHEDULE

AutoCAD SHX Text
NUMBER MODEL SIZE TYPE GPM PSI PSI @ POC PRECIP MODEL SIZE TYPE GPM PSI PSI @ POC PRECIP SIZE TYPE GPM PSI PSI @ POC PRECIP TYPE GPM PSI PSI @ POC PRECIP GPM PSI PSI @ POC PRECIP PSI PSI @ POC PRECIP PSI @ POC PRECIP PRECIP 1 HUNTER ICZ-101-25 1" AREA FOR DRIPLINE 2.80 30.14 35.46 1.44 in/h HUNTER ICZ-101-25 1" AREA FOR DRIPLINE 2.80 30.14 35.46 1.44 in/h 1" AREA FOR DRIPLINE 2.80 30.14 35.46 1.44 in/h AREA FOR DRIPLINE 2.80 30.14 35.46 1.44 in/h 2.80 30.14 35.46 1.44 in/h 30.14 35.46 1.44 in/h 35.46 1.44 in/h 1.44 in/h 2 HUNTER ICZ-101-25 1" AREA FOR DRIPLINE 14.77 46.15 56.23 1.44 in/h HUNTER ICZ-101-25 1" AREA FOR DRIPLINE 14.77 46.15 56.23 1.44 in/h 1" AREA FOR DRIPLINE 14.77 46.15 56.23 1.44 in/h AREA FOR DRIPLINE 14.77 46.15 56.23 1.44 in/h 14.77 46.15 56.23 1.44 in/h 46.15 56.23 1.44 in/h 56.23 1.44 in/h 1.44 in/h 3 HUNTER ICZ-101-25 1" AREA FOR DRIPLINE 10.50 36.48 45.13 1.44 in/h HUNTER ICZ-101-25 1" AREA FOR DRIPLINE 10.50 36.48 45.13 1.44 in/h 1" AREA FOR DRIPLINE 10.50 36.48 45.13 1.44 in/h AREA FOR DRIPLINE 10.50 36.48 45.13 1.44 in/h 10.50 36.48 45.13 1.44 in/h 36.48 45.13 1.44 in/h 45.13 1.44 in/h 1.44 in/h 4 HUNTER ICV-G 1" TURF ROTARY 15.69 44.55  0.35 in/h HUNTER ICV-G 1" TURF ROTARY 15.69 44.55  0.35 in/h 1" TURF ROTARY 15.69 44.55  0.35 in/h TURF ROTARY 15.69 44.55  0.35 in/h 15.69 44.55  0.35 in/h 44.55  0.35 in/h 0.35 in/h 5 HUNTER ICV-G 1" TURF SPRAY 12.73 33.27 41.80 1.55 in/h HUNTER ICV-G 1" TURF SPRAY 12.73 33.27 41.80 1.55 in/h 1" TURF SPRAY 12.73 33.27 41.80 1.55 in/h TURF SPRAY 12.73 33.27 41.80 1.55 in/h 12.73 33.27 41.80 1.55 in/h 33.27 41.80 1.55 in/h 41.80 1.55 in/h 1.55 in/h 6 HUNTER ICV-G 1" TURF ROTOR 14.00 48.83 58.02 0.82 in/h HUNTER ICV-G 1" TURF ROTOR 14.00 48.83 58.02 0.82 in/h 1" TURF ROTOR 14.00 48.83 58.02 0.82 in/h TURF ROTOR 14.00 48.83 58.02 0.82 in/h 14.00 48.83 58.02 0.82 in/h 48.83 58.02 0.82 in/h 58.02 0.82 in/h 0.82 in/h 7 HUNTER ICV-G 1" TURF ROTOR 14.00 48.78 58.04 1.08 in/h HUNTER ICV-G 1" TURF ROTOR 14.00 48.78 58.04 1.08 in/h 1" TURF ROTOR 14.00 48.78 58.04 1.08 in/h TURF ROTOR 14.00 48.78 58.04 1.08 in/h 14.00 48.78 58.04 1.08 in/h 48.78 58.04 1.08 in/h 58.04 1.08 in/h 1.08 in/h 8 HUNTER ICV-G 1" TURF ROTOR 19.00 49.38 61.18 1.01 in/h HUNTER ICV-G 1" TURF ROTOR 19.00 49.38 61.18 1.01 in/h 1" TURF ROTOR 19.00 49.38 61.18 1.01 in/h TURF ROTOR 19.00 49.38 61.18 1.01 in/h 19.00 49.38 61.18 1.01 in/h 49.38 61.18 1.01 in/h 61.18 1.01 in/h 1.01 in/h 9 HUNTER ICV-G 1" TURF SPRAY 14.12 35.29 45.59 0.82 in/h HUNTER ICV-G 1" TURF SPRAY 14.12 35.29 45.59 0.82 in/h 1" TURF SPRAY 14.12 35.29 45.59 0.82 in/h TURF SPRAY 14.12 35.29 45.59 0.82 in/h 14.12 35.29 45.59 0.82 in/h 35.29 45.59 0.82 in/h 45.59 0.82 in/h 0.82 in/h 10 HUNTER ICV-G 1" TURF ROTOR 20.00 48.65 62.31 0.94 in/h HUNTER ICV-G 1" TURF ROTOR 20.00 48.65 62.31 0.94 in/h 1" TURF ROTOR 20.00 48.65 62.31 0.94 in/h TURF ROTOR 20.00 48.65 62.31 0.94 in/h 20.00 48.65 62.31 0.94 in/h 48.65 62.31 0.94 in/h 62.31 0.94 in/h 0.94 in/h 11 HUNTER ICV-G 1" TURF ROTOR 17.00 48.64 61.16 1.20 in/hHUNTER ICV-G 1" TURF ROTOR 17.00 48.64 61.16 1.20 in/h1" TURF ROTOR 17.00 48.64 61.16 1.20 in/hTURF ROTOR 17.00 48.64 61.16 1.20 in/h17.00 48.64 61.16 1.20 in/h48.64 61.16 1.20 in/h61.16 1.20 in/h1.20 in/h
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VALVE SCHEDULE

AutoCAD SHX Text
IRRIGATION GENERAL NOTES: CONTRACTOR WILL VERIFY A MINIMUM STATIC PRESSURE OF  ______  AT A POINT AFTER WATER METER LOCATION. IF MINIMUM PRESSURE IS LESS THAN ______, CONTRACTOR SHALL NOTIFY THE OWNER AND SHALL NOT PROCEED WITHOUT APPROVAL FROM OWNER. CONTRACTOR SHALL AVOID TRENCHING UNDER DRIP LINE OF  ALL EXISTING TREES. CONTRACTOR IS RESPONSIBLE FOR LOCATING ALL  UNDERGROUND UTILITIES BY CALLING TEXAS 811, PRIOR TO ANY  WORK TO BE COMPLETED. CONTRACTOR IS RESPONSIBLE FOR UNDERSTANDING AND FOLLOWING THESE IRRIGATION SPECIFICATIONS, AND FOLLOWING THE  RECOMMENDATIONS OF THE IRRIGATION MANUFACTURE TO INSURE PROPER INSTALLATION.  
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Generated: 2018-11-28 13:59 2018-11-28 13:59 P.O.C. NUMBER: 01  Water Source Information:  FLOW AVAILABLE  Water Meter Size: 1" 1" Flow Available: 34.20 gpm 34.20 gpm PRESSURE AVAILABLE  Static Pressure at POC: 70.00 psi 70.00 psi Elevation Change: 5.00 ft 5.00 ft Service Line Size: 1 1/4" 1 1/4" Length of Service Line: 20.00 ft 20.00 ft Pressure Available: 67.00 psi 67.00 psi DESIGN ANALYSIS  Maximum Station Flow: 20.00 gpm 20.00 gpm Flow Available at POC: 34.20 gpm 34.20 gpm Residual Flow Available: 14.20 gpm 14.20 gpm Critical Station: 10 10   Design Pressure: 45.00 psi 45.00 psi   Friction Loss: 0.59 psi 0.59 psi   Fittings Loss: 0.06 psi 0.06 psi   Elevation Loss: 0.00 psi 0.00 psi   Loss through Valve: 3.00 psi 3.00 psi Pressure Req. at Critical Station: 48.65 psi 48.65 psi Loss for Fittings: 0.39 psi 0.39 psi Loss for Main Line: 3.87 psi 3.87 psi Loss for POC to Valve Elevation: 0.00 psi 0.00 psi Loss for Backflow: 7.20 psi 7.20 psi Loss for Water Meter: 2.20 psi 2.20 psi Critical Station Pressure at POC: 62.31 psi 62.31 psi Pressure Available: 67.00 psi 67.00 psi Residual Pressure Available: 4.69 psi4.69 psi
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CRITICAL ANALYSIS
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